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TEST REPORT

FEELUX Co. Ltd.

235-48 Gwangjeok-ro Gwangjeok-myeon Yangju-si Gyeonggi-do 482-844 Korea

190426

190426 ~ 190426

(0 +-3)°C

(0 +-10)% RH

Refer to the attachment

LED / 190426 DVS4A 40K-24V-WT-60

Test Item

Name of Product :
FEELUX

Model / Rating :
Model : FEELUX

Rating :

Confirmation

Test by

CGR

Technical manager

CGR

The result shown in this test report refer only to the sample(s) tested unless otherwise stated.

This report cannot be reporduced, except in full.

This report is for reference only. It cannot replace the report by standard organization(s).
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TEST RESULT
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Report Number Sample Name Sample Number Test Standard
190426 FEELUX LED
Test Item Unit Result Memo
Beam Distribution Test - See attachement
ATHD % 0.0
CIE 1931 Cxy 0.3884, 0.3879
Correlated Color Temperature K 3881
Ra - 82.02
Power Factor % 1.000
Input Voltage \ 23.980
Input Current A 0.192
Input Watt w 4.6
Lamp Flux Im 493.2
Efficient Im/W 107.12
444 1m
Illuminance Ix 111 2m
49 3m

* This test result is for the sample provided by the client.

Sample photo

Click to load image
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FEELUX Co. Ltd. Page 3
Luminaire
Lamp Report 190426
No. of IFilename ZWA Z| AR Al AHZ7| § O EwH 2= 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60.jdt
Lamp fllOperator 493 Current (A) 0.192 CGR
Total fluDate) 493 Power Factor 1 2019-04-26 @ 2:11:43

Luminous Intensity Distribution

[-180-0 270-90

All luminous intensity values are in Cd/KLm unit.

Q http://www.jnctech.co.kr
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FEELUX Co. Ltd. Page 4
Luminaire
Lamp Report 190426
No. of IFilename ZWA Z| AR Al AHZ7| § O EwH 2= 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60.jdt
Lamp fllOperator 493 Current (A) 0.192 CGR
Total fluDate) 493 Power Factor 1 2019-04-26 @ 2:11:43

-180-0 270- 90 |

All luminous intensity values are in Cd/KLm unit.
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Luminaire

Lamp Report

FEELUX Co. Ltd.
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190426
No. of IFilename Z:WAI 2| M A S Al HZ7| G|O| E{WH| 2= 7]_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60,jdt

Lamp fllOperator 493 Current (A) 0.192 CGR
Total fluDatel) 493 Power Factor 1 2019-04-26 @ 2:11:43
Luminous Intensity Data

GWC 0 30 60 90 120 150 180 210 240 270 300 330 360

0 44392 43837 43345 43272 429.87 43392 44392 43837 43345 43272 42987 43392 44392

10 37738 430.03 491.94 536.94 54129 50413 444.06 38197 33244 310.26 307.45 32832 377.38

20  296.51 36266 457.11 51890 532.53 47142 37949 309.60 253.33 228.83 22851 24743 296.51

30 20032 236.25 28346 312.86 325.09 291.17 22214 189.67 163.12 15510 154.85 164.51 200.32

40 9492 10659 119.88 126.14 13410 119.63 9247 8147 7372 7207 7237 7803 9492

50 43,53 4823 5284 5494 5879 5188 4253 3799 3539 3426 3497 36.62 4353

60 2301 2478 2712 2895 30.67 2747 2269 2032 1959 1879 1880 20.02 2301

70 1173 1248 1453 1493 1520 1344 11.03 10.36 9.35 9.56 9.27 10.04 11.73

80 3.66 4.27 543 542 6.05 5.53 4.04 231 211 1.94 2.62 2.96 3.66

90 0.23 011 0.80 0.22 0.29 003 -038 -0.22 0.23 0.50 0.60 0.07 0.23

100 0.34 0.22 0.31 0.33 062 -0.27 0.21 018 -0.35 0.48 0.63 0.34 0.34

110 0.37 0.50 053 -034 -012 052 -0.02 0.79 0.63 0.90 0.66 0.05 0.37

120 1.52 0.98 0.79 0.60 0.27 0.43 0.46 0.74 0.68 0.99 0.91 0.70 1.52

130 1.38 1.54 1.23 0.91 1.10 1.70 147 1.34 1.36 2.05 131 1.57 1.38
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FEELUX Co. Ltd. Page 6
Luminaire
Lamp Report 190426
No. of IFilename ZWA Z| AR Al AHZ7| § O EwH 2= 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60.jdt
Lamp fllOperator 493 Current (A) 0.192 CGR
Total fluDate) 493 Power Factor 1 2019-04-26 @ 2:11:43

Luminous Flux Table

Total Lamp Lumens: 493
Luminaire Efficiency (Im/W):493.16
CIE Classification: Direct

Elevation Lumens Cumulative Lamp % Luminaire %

0 10.41 10.41 2.11 2.11
10 79.03 89.43 18.13 18.14
20 133.80 223.24 45.26 45.27
30 123.15 346.38 70.23 70.24
40 68.72 415.11 84.17 84.17
50 37.19 452.30 91.71 91.71
60 22.31 474.61 96.23 96.24
70 12.17 486.78 98.70 98.71
80 4.17 490.94 99.54 99.55
90 0.23 491.17 99.59 99.60
100 0.27 491.44 99.64 99.65
110 0.38 491.83 99.72 99.73
120 0.72 492.55 99.87 99.88
130 0.61 493.16 99.99 100.00

2 . ﬁ\ http://www.jnctech.co.kr
Total Optical Solution Provider Jxi-) ) & C Technology Co., Ltd.




FEELUX \N

FEELUX Co. Ltd. Page 7
Luminaire
Lamp Report 190426
No. of IFilename ZWA Z| AR Al AHZ7| § O EwH 2= 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60.jdt
Lamp fllOperator 493 Current (A) 0.192 CGR
Total fluDatel) 493 Power Factor 1 2019-04-26 @ 2:11:43
IsoCandela (Type C)
270 2925315 3375 0 22.5 45 67.5 90
a0 9C
80 =11
0 0

el 2N
270 247.5 225 202,35 180 157.5 135 112,590
90 oC
80 80
70 70

B0

30 | 30
Bl o - =4 270 ~ 325
B ¢ ~ 108 325 ~ 379
B 108 ~ 162 N 379 ~ 433
L 162 ~ 216 B 433 ~ 487
216 ~ 270 B 57 ~ 541
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FEELUX Co. Ltd.

Luminaire

190426

7| | O] E{WH| Z+= X 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60jdt

Lamp Report
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Pole Height (m):
Area Width (m):
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190426

CGR
2:11:43

7| | O] E{WH| Z+= X 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60jdt
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IsoLux Diagram (Wall)

FEELUX Co. Ltd.
Current (A)
Power Factor
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Lamp Report
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Wall Distance (m):
Wall Height (m):

2.7
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FEELUX Co. Ltd. Page 10
Luminaire
Lamp Report 190426
No. of lamps 1 Voltage (V) 23.98 Filename ZWAIZ| AR A H=7| O O] E{WHI &= 7| _GONI-150S¥#Data#2019W190426 DVS4A 40K-24V-WT-60.jdt
Lamp flux (Im) 493 Current (A) 0.192 Operator CGR
Total flux (Im) 493 Power Factor 1 Date 2019-04-26 2= 2:11:43
Illuminance Levels (Ground)
600 010 013 009 013 016 018 020 018 014 011 0.09 012 0.08
500 013 010 015 022 060 068 075 068 051 021 014 008 011
400 009 015 049 076 064 082 095 08 052 070 039 012 007
300 013 021 073 077 308 229 284 199 287 062 061 018 011
200 016 059 063 294 378 879 1359 708 298 236 051 049 013
1.00 015 058 072 224 874 60.67 6.89 185 062 050 0.13
000 015 058 074 215 979 5000 60.89 936 221 075 059 0.16
-100 016 061 073 158 544 1643 477 141 062 052 014
-200 012 041 043 223 259 530 718 472 219 19 039 037 010
-300 009 017 056 055 184 147 172 137 178 048 049 015 0.08
-400 007 011 035 049 042 055 060 055 039 047 030 010 0.06
-500 010 007 010 015 039 044 047 045 036 014 010 0.06 0.09
-6.00 007 009 006 009 011 012 013 012 010 008 006 0.09 0.06
-6.00 -500 -400 -300 -200 -100 0.00 1.00 200 3.00 400 500 6.00

THhivma INAAGN.

£N Q
All illuminance level values are in lux.

Ilum. (Min.): 0.06
Ilum. Avg.: 3.14

Total Optical Solution Provider
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FEELUX Co. Ltd. Page 11
Luminaire
Lamp Report 190426
No. of IFilename ZWA Z| AR Al AHZ7| § O EwH 2= 7|_GONI-150SWDataW2019%190426 DVS4A 40K-24V-WT-60.jdt
Lamp fllOperator 493 Current (A) 0.192 CGR
Total fluDate) 493 Power Factor 1 2019-04-26 @ 2:11:43

Illuminance Cone Diagram

Beam width: 1.10 m
444 b in center

1.0m

Beam width: 2.21 m
111 k in center

2.0m

Beam width: 3.31 m
49 Ik in center

—______ﬂ-‘ 3.0m

Beam width: 4.41 m
28 i in center

____d—ﬂ'" 4.0m
Beam Angle = 58 deq.

Based on 50% of maximum iluminance.

2 . r-\ http://www.jnctech.co.kr
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FEELUX Co. Ltd. Page 12
Luminaire
Lamp Report 190426
No. of lamps 1 Voltage (V) 23.98 Filename ZWAIZ| AR A H=7| O O] E{WHI &= 7| _GONI-150S¥#Data#2019W190426 DVS4A 40K-24V-WT-60.jdt
Lamp flux (Im) 493 Current (A) 0.192 Operator CGR
Total flux (Im) 493 Power Factor 1 Date 2019-04-26 2= 2:11:43
Coefficient of Utilization
Refl. Ceiling (%) 80% 80% 80% 70% 70% 70% 50% 50% 50% 30% 30% 30% 10% 10% 10% 0%
Refl. Wall (%) 50% 30% 10% 50% 30% 10% 50% 30% 10% 50% 30% 10% 50% 30% 10% 0%
Eff. Floor Cavity Refl. 20% 20% 20% 20% 20% 20% 20% 20% 20% 20% 20% 20% 20% 20% 20% 20%
Room CR 0 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 1 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 2 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 3 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 4 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 5 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 6 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 7 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 8 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 9 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Room CR 10 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
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